
Min. neutral cross section

SN [mm
2
] 

Any S*

S ≤ 16 S*

S > 16 16

S ≤ 25 S*

S > 25 25

Table 1: Minimum cross sections of the neutral conductor

Phase cross section S [mm
2
]

Single-phase/two-phase circuits

Three-phase circuits

Cu

Cu/Al

1  
The cross section of phase conductors shall be dimensioned in compliance with the instructions of the Chapter 

1.2.1 “Current carrying capacity and methods of installation”

Three-phase circuits

Al

*
for TN-C systems, the Standards specify a minimum cross section of 10 mm

2  
for copper and 16 mm

2 
for 

aluminium conductors


